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JUL 26 1993

Mr Martin Hestmark
U S Environmental Protection Agency, Region VIII - e
ATTN Rocky Flats Project Manager, SHWM-RI =3 -
999 18th Street, Suite 500, 8WM-C £ Lan}
Denver, Colorado 80202-2405 e=

e, =]
Mr Gary Baughman gt w
Hazardous Waste Faciities Unit Leader | 2% e
Colorado Department of Health \ A =
4300 Cherry Creek Dnive South - >
Denver, Colorado 80222-1530 S o

Gentlemen

Thas letter 1s to inform you of the discharge of high pH water from the Operable Unit 2
Walnut Creek Surface Water Field Treatabihity Unit on July 10, 1993  Approximately
7,000 galions of water above pH 9 (up to pH of 12) was discharged due to malfuncuon of
a pH probe Acuons have been taken to limit the future possibility of thus type of release
These actions include increased pH probe cleaming/cahibration, and a more defimuve
method for determination of when discharge 1s to be stopped and 1ecirculation imuiated

If you have any quesuons, please contact Scott Grace of my suaff at (303) 966-7199

Sincerely,

Jardes K Hartman
tant Manager for Transiion

Environmental Restoration

cc
A Rampertaap, EM-453

| A Primrose, EG&G

M Bummeister, EG&G
T. Vess, EG&G
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